
Gravity feed

Flow meter for dosing test
Electromagnetic type recommended

Place tank as close as practically possible

Valve used to create dosing test pressure
Globe valve recommended
If closed, Firemiks pressure safety valve will open

Firemiks unit

Flap non-return valve
(NO)
Only incorporate valves 
if strictly neccesary
(risk of unintended closed)

Ventilated concentrate tank
(correct dimension calculated 
for each application following 
all applicable regulations)

Dampened pressure 
gauge/sensor for dosing test

For illustration only

Always consult the latest edition 
of the instruction manual 
valid for your Firemiks unit

A) Shut-off valve before 
Firemiks unit
for maintenance work

B) Strainer before the unit if 
debris free water cannot 
be guaranteed.

C) Optional: flow limiting valve
if there is a risk of overspeed 
(high pressure before, low after)
at start-up

Pressure Relief Valve
Return line
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